
RFI No. 32: Please confirm that there is no asbestos or lead paint abatement for this 
contract. Does any piping insulation contain asbestos? 
VA Response to RFI No. 32: In general, asbestos has been removed.  However, in the 
event that the contractor comes across any, it shall be abated under the VA’s separate 
asbestos contract.    
 


